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Property Inspection Report

Inspection Number: C-1992

Inspector:
Charles Shaughnessy

License:
38611

Address:

City:
Phoenix

State/Province:
AZ

Zip/Postal Code:
85048

Phone:
602-625-6644

Mobile: E-Mail:
1st.insight@gmail.com

Address
4421 Claremount Ave

City
Phoenix

State/Province
AZ

Zip/Postal Code
85037

Date
Oct 8 2023

Start Time
09:30

End Time
12:30

Type
Limited Visual

Inspection Fee
$345.00

Other Fees
$

Ancillary Fee
$55.00

Approximate Sqft
1242

Estimated Age
1990

Occupied
N

Electrical Service
Y

Gas/Oil Service
N

Water Service
Y

Weather
Dry

Outdoor Temperature
90°

Building Type
Framed

INSPECTOR INFORMATION

INSPECTION INFORMATION

PROPERTY CONDITIONS
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Additions/Modifications
None Apparent

Entrance Faces
N

Soil Conditions
Appear Normal

Space Below Grade
N

Garage
Attached

Name
Mr. Seller

E-Mail
mrseller@gmail.com

Phone

Address City
Phoenix

State/Province
AZ

Zip/Postal Code Agent Name
Reliable Agent

Agent Company
Best Realty Inc.

Agent E-Mail
reliable@realestate.com

Agent Phone
602-333-4444

Agent Address
2211 Buying Lane

Agent City
Any

Agent State
AZ

Agent Zip
11122

Name:
Marco Polo

E-Mail:
marcopolo@gmail.com

Phone:
602-500-5000

Address: City:
Chandler

State/Province:
AZ

Zip/Postal Code: Agent Name:
Fantastic Agent

Agent Company:
Better Realty Company

Agent E-Mail:
fantasticagent@bestrealty.com

Agent Phone:
480-333-2222

Agent Address:
1122 Selling Lane

Agent City:
Any

Agent State:
AZ

Agent Zip:
11232

AGREEMENT
The Property Inspection Report, which includes this agreement, the cover page, the inspection

SELLER'S INFORMATION

CLIENT'S INFORMATION
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information, and the summary (comments and issues) is a total of 16 sections. It is of uppermost
importance to review every page of the inspection report, as well as all the photographs in this
inspection report. There are two types of property inspections: the Comprehensive Property Inspection,
and the Limited Visual Property Inspection. Of the two, the limited visual property inspection is, by far,
the most common inspection performed. All inspections performed meet or exceed InterNACHI's Home
Inspection Standards of Practice.

The Comprehensive Property Inspection takes approximately one to two days to complete. Inspection
time varies based on the conditions and age of the property, as well as sub-contractors scheduling. This
type of inspection generally costs between $2500 and $5500 or more, again, depending on condition,
size and age of the property, as well as inspection scope and geographic region.

A Limited Visual Inspection takes approximately two to four hours to complete. Inspection time varies
based on the condition, size and age of the property. This type of inspection generally costs between
$350 and $800, again, depending on condition, size and age of the property, as well as inspection
scope and geographic region.

THE COMPREHENSIVE PROPERTY INSPECTION
The Comprehensive Property Inspection is technically exhaustive and can be invasive to the point of
some minor destructive testing. Several different trades are scheduled to take part in the inspection
process. Testing includes the use of highly specialized equipment, as well as some dismantling of
system components. May also include testing of soil by a Geo-technical engineer, and/or examination
of the property by a structural engineer.

Examples of Comprehensive Property Inspection Scope Determine Code Compliance

• Analyze Structural Load Bearing Capacity of Components
• Scope the Chimney Look for Underground Storage Tanks
• Examine the Efficiency of Heating and Cooling Systems
• Disassemble Furnace to Examine Heat Exchanger
• Inspect Solar Systems and Inspect Saunas
• Inspect Fire Suppression System and Inspect Irrigation System
• Test Every Electrical Wall Receptacle and Wall Switch
• Perform an Amp. Load Test on All Circuits
• Scope Main Drain Lines Inspect Septic Systems
• Operate Gas and Water Shutoff Valves and Light Gas Fireplaces
• Operate All Appliances and Operate All Windows

THE LIMITED VISUAL PROPERTY INSPECTION
The Limited Visual Property Inspection is a non-invasive, non-technically exhaustive, physical
examination of the property. It is designed to identify material defects in systems, structures, and
components of the referenced property and its associated primary parking structures, as they exist at
the time of inspection. A material defect is a condition which significantly affects value, desirability,
habitability or safety of the building. Style, cosmetic items, neighborhood and appraised value are not
part of the inspection. The inspection is limited to those specific systems, components and structures
that are present, visually accessible and identified in the inspection report. Occupants possessions are
not moved. Systems and their components are operated with normal user controls only, not via remote
control, and only as conditions permit. There is no dismantling of any system structure or component,
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or performing any intrusive or destructive examinations, tests or analysis. Inspection does not include
cosmetic items, the operation or evaluation of any low voltage electrical antennas, security systems,
cable television, Internet, telephone, satellite, intercoms, timers, computers or any other non- primary
electrical powered devices. This inspection report meets or exceeds all national professional inspection
organization requirements.

The Inspector shall prepare a written inspection report for the sole use and benefit of the Client.
The Client agrees to assume risk for all conditions which are concealed from view at the time of the
inspection, as well as items outside the inspection scope. Inspection is not code compliant for past
or present code conditions, nor is it a permit verification. Additionally, the inspection does not in any
way address the possible danger from any potentially harmful substances or environmental hazards
including, but not limited to: formaldehyde, toxic materials, combustible materials, mold, radon, lead
paint, corrosive contaminants, geologic substances, wildfires or floods.

Examples of Limited Visual Property Inspection Scope

• Observe Structural Components
• Observe Visible Exterior Items: Foundation, Walls, Roof, Chimney, Patio, and Porches
• Enter Attic, with Minimum Three Feet Headroom
• Observe and Operate Permanently Installed Heating and Air Conditioning Systems with Normal User

Controls
• Test Sampling of Random Electrical Outlets
• Visually inspect electrical service panel
• Operate All Faucets, Tubs, and Showers
• Observe the Functional Flow of Drains
• Observe All Visible Gas and Water Supplies
• Operate All Built-In Appliances
• Operate One Window per Room (we will operate every window that is readily accessible)

Unless otherwise indicated, Client understands the Inspector is performing a Limited Visual Property
Inspection. Client understands and agrees to the limitations of this inspection.

GLOSSARY OF INSPECTION RATINGS
Satisfactory (S): The inspected item was found to be in normal condition for its age.

Not Inspected (NI): This item was not inspected. Items may not be accessible due to safety reasons,
or furniture, stored articles, trees, shrubs, snow, etc.

Not Present (NP): Not present, or not applicable to this property.

Attention Required (AR): The item is in need of further attention. Any attention required item will
have a comment or issue.

Comments: Findings or information for items which are considered minor/marginal in nature.
Understand some items that have a finding with a comment, can over time, turn into major issues if not
adjusted, and/or corrected/repaired as needed. Comments may be rated as Satisfactory or Attention
Required in the report.

Issues: Findings for items that need a licensed and insured professional in the appropriate field for
further evaluation, and repairs and/or replacement as needed. Safety hazards are also listed as issues.
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Issues will be rated as Attention Required in the report.

Section Notes: Important general information, which may, or may not be applicable to the property.

TERMS OF AGREEMENT/CONTRACT
The property inspection, the contract and the inspection report do not constitute a home warranty
guarantee, or an insurance policy of any kind whatsoever. The client agrees to hold harmless and
exempts the inspector, inspection company, its officers, agents, and employees from all liability and
responsibility for the cost of repairing or replacing any unreported material defect, or other deficiency,
in excess of the inspection scope and fee.

If the client does discover a material defect or other deficiency that was not identified and reported by
the inspector, the client shall notify the inspector in writing and allow the inspector and/or inspectors
designated representative to re-inspect the item and document the condition(s) prior to any repairs,
alterations or replacement of said material defect of deficiency. This agreement constitutes the entire
integrated agreement between the parties and may be modified only by a written agreement signed
by both parties. No oral agreements, understandings, or representations will change, modify or amend
any part of this agreement. This agreement shall be binding upon and inure to the benefits of the
parties hereto and their heirs, successors and assigns.

Any dispute, controversy, interpretation or claim including claims for, but not limited to breach of
contract, any form of negligence, fraud, or misinterpretation arising out of, from or related to, this
contract or arising out of, from or related to the inspection or inspection report shall be submitted
first to a Non-Binding Mediation conference and absent a voluntary settlement through Non-Binding
Mediation to be followed by final and Binding Arbitration, if necessary, as conducted by Construction
Dispute Resolution Services, LLC or Resolute Systems, Inc. utilizing their respective Rules and
Procedures. If you would like to utilize the mediation or arbitration services of another dispute
resolution provider other than one of those so stated please submit your recommendation to us for our
consideration. If the dispute is submitted to Binding Arbitration the decision of the Arbitrator appointed
there under shall be final and binding and the enforcement of the Arbitration Award may be entered
in any court or administrative tribunal having jurisdiction thereof. NOTICE: YOU AND WE WOULD HAVE
THE RIGHT OR OPPORTUNITY TO LITIGATE DISPUTES THROUGH A COURT AND HAVE A JUDGE AND JURY
DECIDE THE DISPUTES, BUT HAVE AGREED INSTEAD TO RESOLVE DISPUTES THROUGH MEDIATION AND
BINDING ARBITRATION.

Should any portion of this agreement be found either invalid or unenforceable by a court of competent
jurisdiction, the remaining provisions of this contract shall remain in full force and effect. The party that
does not prevail in the arbitration or court case shall be responsible for all fees.

PAYMENT
Client understands and agrees to all the terms, conditions, and limitations of this agreement, and
agrees to pay all fees indicated in the inspection information section. Any re-inspection fee, if
applicable is the responsibility of the buyer.
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SECTION: I. EXTERIOR | STRUCTURAL Inspection Address : 4421 Claremount Ave

inspection item

General photo, for your reference:

General photo, for your reference:

Type of Wall Structure Materials: Wood Framed
Inspection Review: No One Attended the Review
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SECTION: I. EXTERIOR | STRUCTURAL Inspection Address : 4421 Claremount Ave

inspection item

Section: I. Exterior | Structural » Item: A. Foundation
Description: Concrete Slab on Grade
Rating: Attention Required
Comment: As a point of information:

Unknown reason why foam was sprayed along the foundation stem wall at the entry and East
side wall. This is not typical, further investigation recommended.

Comment: Common crack(s) present, recommend patch / caulk and seal.

East side wall.

Section: I. Exterior | Structural » Item: B. Floor
Description: Overall
Rating: Satisfactory

Section: I. Exterior | Structural » Item: C. Roof Overhang
Description: Eaves, Soffits and Fascia
Rating: Satisfactory
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SECTION: I. EXTERIOR | STRUCTURAL Inspection Address : 4421 Claremount Ave

inspection item

Section: I. Exterior | Structural » Item: D. Wall Coverings
Description: Stucco
Rating: Attention Required
Comment: An adjustment and/or a repair is recommended.

Open cable box, and wall cavity, near the electrical panel. Recommend cover.

Section: I. Exterior | Structural » Item: E. Doors
Description:
Rating: Not Present

Section: I. Exterior | Structural » Item: F. Sliding Doors
Description: Frame, Pane, Track and Latches
Rating: Not Present

Section: I. Exterior | Structural » Item: G. Windows
Description: Exterior Frames and Screens
Rating: Attention Required
Comment: Screens not installed at time of inspection.

Family room and one bedroom.
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SECTION: I. EXTERIOR | STRUCTURAL Inspection Address : 4421 Claremount Ave

inspection item

Section: I. Exterior | Structural » Item: H. Electrical
Description: Lighting, Receptacles and Door Bell
Rating: Attention Required
Comment: Receptacle cover(s) missing.

East side by the door. The top portion is missing.

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View Exterior Notes
Comments & Issues Defined

SECTION: II. GROUNDS Inspection Address : 4421 Claremount Ave

inspection item

Section: II. Grounds » Item: A. Perimeter
Description:
Rating: Satisfactory
Comment: Common crack(s) present.
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SECTION: II. GROUNDS Inspection Address : 4421 Claremount Ave

inspection item

Section: II. Grounds » Item: B. Patio(s)
Description:
Rating: Satisfactory
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SECTION: II. GROUNDS Inspection Address : 4421 Claremount Ave

inspection item

Section: II. Grounds » Item: C. Fence
Description:
Rating: Attention Required
Comment: Block wall has common step cracking.

East block wall at two sections, recommend re-mortaring.

Comment: Block pillar cap(s) are missing.

One and the east wall and one on the west. Photo 3 shows the west corner cap is loose.

Comment: Block pillar cap(s) are loose.

East wall.

Comment: Block wall observation(s):
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SECTION: II. GROUNDS Inspection Address : 4421 Claremount Ave

inspection item

East side wall - holes in block wall,

Section: II. Grounds » Item: D. Vegetation
Description:
Rating: Satisfactory

Section: II. Grounds » Item: E. Built-in Grill
Description: Grill, Fuel Supply and Igniter
Rating: Satisfactory

Section: II. Grounds » Item: F. Fountains
Description: Body, Pump and Electric
Rating: Satisfactory

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View Grounds Notes
Comments & Issues Defined
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SECTION: III. ELECTRICAL Inspection Address : 4421 Claremount Ave

inspection item

General photo, for your reference:

Area/Location of Main Panel: Exterior - East
Wiring, Branch Wiring 120 V: Copper
Wiring Methods: Non Metallic Cable
Wiring, Appliance, AC/Heating 240 V: Aluminum Stranded

Section: III. Electrical » Item: A. Main Panel Cover, Box
Description: Underground Supply 240 Volts
Rating: Attention Required
Comment: Hinge not operating properly, or missing.

The cover falls off very easily.

Section: III. Electrical » Item: B. Breakers, Main Supply
Description: Copper Stranded Main Supply
Rating: Satisfactory

Section: III. Electrical » Item: C. Wiring
Description:
Rating: Satisfactory
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SECTION: III. ELECTRICAL Inspection Address : 4421 Claremount Ave

inspection item

Section: III. Electrical » Item: D. Sub Panel
Description: Cover, Panel, Wiring
Rating: Not Present

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View Electrical Notes
Comments & Issues Defined

SECTION: IV. GARAGE Inspection Address : 4421 Claremount Ave

inspection item

General photo, for your reference:

Wall and Ceiling Finish: Drywall Painted
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SECTION: IV. GARAGE Inspection Address : 4421 Claremount Ave

inspection item

Section: IV. Garage » Item: A. Access / Door(s)
Description:
Rating: Attention Required
Issue: Door entering living space did not self-close/latch. An adjustment or replacement of
the self-closing hinges is needed.

The door has no self-closing hinges.

Issue: Fire separation breached due to improper material used at attic access hatch.

Wood material used versus drywall.
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SECTION: IV. GARAGE Inspection Address : 4421 Claremount Ave

inspection item

Section: IV. Garage » Item: B. Floor
Description: Concrete
Rating: Attention Required
Comment: Common cracking noted. Small/minor cracks are common and result as a
consequence of the curing process, common settling, or the presence expansive soils, but are
not structurally threatening.

Issue: Subterranean termite shelter tube(s) and/or stain(s) observed.
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SECTION: IV. GARAGE Inspection Address : 4421 Claremount Ave

inspection item

Section: IV. Garage » Item: C. Interior Finishes
Description:
Rating: Not Rated
Comment: Drywall repairs observed.

Around the water heater, and baseboards missing.
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SECTION: IV. GARAGE Inspection Address : 4421 Claremount Ave

inspection item

Section: IV. Garage » Item: D. Vehicle Door(s)
Description: Metal Panels, Hardware and Auto Opener(s)
Rating: Attention Required
Comment: Weather stripping is damaged and/or ripped.

And missing.

Comment: As a point of information:

Older opener, and the light cover is missing.

Issue: A licensed and insured professional is recommended for further evaluation, and repairs
and/or replacement as needed.
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SECTION: IV. GARAGE Inspection Address : 4421 Claremount Ave

inspection item

The spring bar is bent, and it looks like half of the spring is missing. You cannot open the door
manually if needed.

Section: IV. Garage » Item: E. Windows
Description:
Rating: Not Present

Section: IV. Garage » Item: F. Utility Sink
Description:
Rating: Not Present

Section: IV. Garage » Item: G. Electrical
Description: Lighting, Receptacles and Fans
Rating: Attention Required
Comment: An adjustment and/or a repair is recommended.

Two ceiling outlets are loose.

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View Garage Notes
Comments & Issues Defined
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SECTION: V. PLUMBING Inspection Address : 4421 Claremount Ave

inspection item

The manufacturer's label was cut out.

General photo, for your reference:

Water Supply Type: Appears to be public.
Area/Location of Main Shut Off Valve : By Front Hose Bib
Water Heater Approx Age - Average Lifespan 7 to 13 Yrs: 4 Years
Water Heater Fuel Type: Electric
Water Heater : Rudd
Water Supply Material: Underground Supply, Unable to Verify
Water Lines Material: Copper - Readily visible supply lines
Drain, Waste, Vent Pipes Material: ABS at Visually Exposed Areas
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SECTION: V. PLUMBING Inspection Address : 4421 Claremount Ave

inspection item

Section: V. Plumbing » Item: A. Drainage
Description: Overall
Rating: Attention Required
Comment: An adjustment and/or a repair is recommended.

Front - these two dirt-filled cylinders might be plumbing clean-outs filled in with dirt. The
inspector did not see the clean-outs located anywhere else. Further investigation is
recommended. The inspector did stick his screwdriver all the way down into the dirt. What
is a drain cleanout? A drain cleanout provides access to your main sewer line and is located
outside of your home in the front or back yard. Cleanouts typically go unnoticed until there is
a problem. They look like capped pipes sticking a few inches above the ground. Purpose of a
cleanout - When you have a backed-up drain in your home, a plumber can run a special camera
through the cleanouts and into your main sewer drain to locate the problem. This is sometimes
necessary if they have trouble clearing the blockage or if you experience frequent problems.
After the plumber knows the clog type and location, the plumber can choose the right size of
cutting blade to remove the blockage. He will run the camera through the drain line again after
the work is done to make sure the clog is completely gone.

Section: V. Plumbing » Item: B. Grounds
Description: Hose Bibs
Rating: Satisfactory

Page 23 of 72



SECTION: V. PLUMBING Inspection Address : 4421 Claremount Ave

inspection item

Section: V. Plumbing » Item: C. Main Shut Off
Description:
Rating: Attention Required
Issue: Shut off valve (gate valve) did not shut off the water supply to the home.

Or to the front hose bib.

Section: V. Plumbing » Item: D. Water Lines
Description: Main, Service and Pressure
Rating: Attention Required
Issue: Water pressure was noted above 80 psi at the time of the inspection. Home appliances
and plumbing fixtures are made to operate normally at a rate of 40-80 psi. Recommend
installation of a water pressure regulator upon move in.

About 93 PSI

Section: V. Plumbing » Item: E. Fuel Pipes
Description: CSST and Black Galvanized
Rating: Satisfactory
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SECTION: V. PLUMBING Inspection Address : 4421 Claremount Ave

inspection item

Section: V. Plumbing » Item: F. Water Heater Fuel
Description:
Rating: Satisfactory

Section: V. Plumbing » Item: G. Water Heater Pipes
Description: Hot-Outlet and Cold-Inlet
Rating: Satisfactory

Section: V. Plumbing » Item: H. Water Heater Valves
Description: Shut Off, Supply and TPR
Rating: Attention Required
Issue: Temperature Pressure Relief valve extension is not installed.

Section: V. Plumbing » Item: I. Water Heater Tank
Description: Overall
Rating: Satisfactory

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View Plumbing Notes
Comments & Issues Defined
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SECTION: VI. HEAT PUMP Inspection Address : 4421 Claremount Ave

inspection item

General photo, for your reference:

General photo, for your reference:

Temperature Split - Aproximate: 20 Degrees
Fuel Source: Electric
Ductwork: Flex
Approximate Age: 24 Years
Capacity of Unit: 3 Tons
Brand: Trane
Life Expectancy: 10 to 20 Years
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SECTION: VI. HEAT PUMP Inspection Address : 4421 Claremount Ave

inspection item

Section: VI. Heat Pump » Item: A. Equipment
Description: Fans, Compressor, Condenser, Fins, Lines
Rating: Attention Required
Comment: Evaluation of the unit by a licensed HVAC technician is recommended due to the
units age.

The unit was working fine on the day of the inspection. The unit is 24 year's old.

Section: VI. Heat Pump » Item: B. Condensate
Description: Pan, Line and Vent
Rating: Satisfactory

Section: VI. Heat Pump » Item: C. Operation
Description: Normal Operating Controls
Rating: Attention Required
Comment: Thermostat controls connection to the wall is loose.
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SECTION: VI. HEAT PUMP Inspection Address : 4421 Claremount Ave

inspection item

Section: VI. Heat Pump » Item: D. Distribution
Description: Ductwork and Filters
Rating: Attention Required
Comment: Filter(s) are dirty and should be replaced.

Comment: An adjustment and/or a correction/repair is recommended.

The register cover in the kitchen is not fully affixed to the ceiling.

Section: VI. Heat Pump » Item: E. Fireplace
Description: Box, Lining, Hearth, Damper
Rating: Not Present

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View HVAC Notes
Comments & Issues Defined
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SECTION: VII. ROOF Inspection Address : 4421 Claremount Ave

inspection item

General photo, for your reference:

Roof Ventilation: Gable / Roof Vents
Vent Pipe Material: ABS / Galvanized
Visible Inspected Area: 100%
Covering, Aproximate Life Expectancy: Asphalt Composition Shingles | Better Grade, up to
20 Years
Type: Gable
Approximate Age: 20 Plus Years
Method of Inspection : Walked on Roof

Section: VII. Roof » Item: A. Roof Covering Material
Description: Asphalt Composition Shingle
Rating: Attention Required
Issue: Life expectancy of the roof appears to be near, or at its end.

Recommend evaluation by an AZ-licensed roofing contractor.

Section: VII. Roof » Item: B. Roof Flashing
Description: Overall
Rating: Satisfactory
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SECTION: VII. ROOF Inspection Address : 4421 Claremount Ave

inspection item

Section: VII. Roof » Item: C. Roof Drainage
Description: Overall
Rating: Attention Required
Comment: Debris is building up, cleaning is recommended.

Front

Section: VII. Roof » Item: D. Ventilation
Description: Overall
Rating: Attention Required
Comment: Mastic around vent(s) is deteriorating/cracking.

Section: VII. Roof » Item: E. Skylights
Description: Not Present
Rating: Not Present

Section: VII. Roof » Item: F. Chimney
Description: Chase, Cover, Flue and Flashing
Rating: Not Present
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SECTION: VII. ROOF Inspection Address : 4421 Claremount Ave

inspection item

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View Roof Notes
Comments & Issues Defined
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SECTION: VIII. ATTIC Inspection Address : 4421 Claremount Ave

inspection item

General photo, for your reference: Garage

General photo, for your reference: Main

General photo, for your reference: Main

Sheathing Type: Strandboard-OSB
Wall Finish: Exposed Framing
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SECTION: VIII. ATTIC Inspection Address : 4421 Claremount Ave

inspection item

Access Location Two: Bedroom Closet
Access, Method of Inspection: Entered Partially
Access Location : Garage

Section: VIII. Attic » Item: A. Framing
Description: Trusses, and/or Rafters
Rating: Satisfactory

Section: VIII. Attic » Item: B. Moisture
Description:
Rating: Satisfactory

Section: VIII. Attic » Item: C. Roof Penetrations
Description: Vents
Rating: Satisfactory

Section: VIII. Attic » Item: D. Ventilation
Description: Overall
Rating: Satisfactory
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SECTION: VIII. ATTIC Inspection Address : 4421 Claremount Ave

inspection item

Section: VIII. Attic » Item: E. Interior
Description:
Rating: Attention Required
Comment: Minor nail pops in the roof decking: Nails protruding slightly through the attic roof
decking, which can be hammered back in place.

Under R-19, Today's standard is a minimum of R-30.

Comment: As a point of information:

Some items are in the garage attic.

Comment: Access hatch does not have insulation adhered to it.
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SECTION: VIII. ATTIC Inspection Address : 4421 Claremount Ave

inspection item

Bedroom closet - and it is damaged.

Section: VIII. Attic » Item: F. Electrical
Description: Visible Wiring
Rating: Satisfactory

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View Attic Notes
Comments & Issues Defined

SECTION: IX. LAUNDRY Inspection Address : 4421 Claremount Ave

inspection item

General photo, for your reference:

Area / Location: Garage

Section: IX. Laundry » Item: A. Interior Finishes
Description: Drywall and Paint
Rating: Not Rated
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SECTION: IX. LAUNDRY Inspection Address : 4421 Claremount Ave

inspection item

Section: IX. Laundry » Item: B. Doors
Description:
Rating: Not Rated

Section: IX. Laundry » Item: C. Ventilation
Description:
Rating: Not Rated

Section: IX. Laundry » Item: D. Gas Line
Description: Not Present
Rating: Not Present

Section: IX. Laundry » Item: E. Dryer Ventilation
Description: Vent, Connection and Cover
Rating: Attention Required
Comment: Dryer vent may need to be cleaned. Recommend further evaluation by an
appropriate service technician.

And it is very crimped.
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SECTION: IX. LAUNDRY Inspection Address : 4421 Claremount Ave

inspection item

Section: IX. Laundry » Item: F. Washer Supply
Description: Valves
Rating: Attention Required
Comment: An adjustment and/or a repair is recommended.

The valve box for the washing machine is corroded.

Section: IX. Laundry » Item: G. Laundry Sink
Description:
Rating: Not Present

Section: IX. Laundry » Item: H. Electrical
Description: Lighting, Receptacles
Rating: Attention Required
Comment: Further investigation warranted.

The inspector was unable to verify the 240-volt receptacle (for the dryer) had power. Some
older 240 receptacles are too deep for the tester to register it is powered.

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View Laundry Notes
Comments & Issues Defined

Page 37 of 72

https://website.prosightpi.com/section-notes/#laundry
https://website.prosightpi.com/section-notes/#useful


SECTION: X. BATHROOMS Inspection Address : 4421 Claremount Ave

inspection item

General photo, for your reference: Master

General photo, for your reference: Hall

Bathroom Wall and Ceiling Finish: Drywall and Paint
Bathroom Plumbing - Pipes: Copper at Visual Stub Outs
Bathroom HVAC Source: Forced Air Register(s)

Section: X. Bathrooms » Item: A. Interior Finishes
Description:
Rating: Attention Required
Comment:

Re-grouting is recommended at the perimeters in both bathrooms, especially in the hall
bathroom.

Page 38 of 72



SECTION: X. BATHROOMS Inspection Address : 4421 Claremount Ave

inspection item

Section: X. Bathrooms » Item: B. Doors
Description:
Rating: Attention Required
Comment: Rubbing or sticking door.

Master bath.
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SECTION: X. BATHROOMS Inspection Address : 4421 Claremount Ave

inspection item

Section: X. Bathrooms » Item: C. Ventilation
Description:
Rating: Attention Required
Comment: An adjustment and/or a repair is recommended.

Hall bath - Missing AC register cover.

Issue: Exhaust fan inoperable.

Hall bathroom.
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SECTION: X. BATHROOMS Inspection Address : 4421 Claremount Ave

inspection item

Section: X. Bathrooms » Item: D. Cabinets, Vanity
Description: Facing, Doors, Drawers and Counters
Rating: Attention Required
Comment: An adjustment and/or a repair is recommended.

Master cabinet bottom hinge.
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SECTION: X. BATHROOMS Inspection Address : 4421 Claremount Ave

inspection item

Section: X. Bathrooms » Item: E. Bathroom Fixtures
Description: Bathtub, Shower and Toilet
Rating: Attention Required
Comment: Toilet rocks slightly when tested.

Master

Comment: Tank connection to the bowl is a bit loose.

Both toilet tanks.

Comment:

Hall tub - there appears to be paint overspray on the tub.
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SECTION: X. BATHROOMS Inspection Address : 4421 Claremount Ave

inspection item

Section: X. Bathrooms » Item: F. Plumbing
Description:
Rating: Attention Required
Comment:

Hall tub.

Issue: A correction/repair or replacement is needed.

Master - the mixing valve is hot/cold reversed. The faucet turn is very limited. And in the cold
position - the water gets warm but never cool, the other faucets will produce cool water.

Issue:

Hall bathroom sink.
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SECTION: X. BATHROOMS Inspection Address : 4421 Claremount Ave

inspection item

Section: X. Bathrooms » Item: G. Electrical
Description: Lighting and Receptacles
Rating: Satisfactory

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View Bathroom Notes
Comments & Issues Defined

SECTION: XI. KITCHEN Inspection Address : 4421 Claremount Ave

inspection item

General photo, for your reference:

HVAC Source: Forced Air Register(s)
Sink Material: Stainless Steel
Microwave Testing: Damp Paper Towel / Napkin

Section: XI. Kitchen » Item: A. Interior Finishes
Description:
Rating: Satisfactory

Section: XI. Kitchen » Item: B. Doors
Description:
Rating: Satisfactory
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SECTION: XI. KITCHEN Inspection Address : 4421 Claremount Ave

inspection item

Section: XI. Kitchen » Item: C. Cabinets
Description:
Rating: Satisfactory
Comment: A correction/repair or replacement is needed.

The faux drawer handle to the right of the sink is loose. Lazy Susan is difficult to fully turn to
the left side direction.

Section: XI. Kitchen » Item: D. Sink Area
Description: Basin, Faucet, Drain and Disposal
Rating: Attention Required
Comment: As a point of information:

There is debris inside the cutting chamber.

Section: XI. Kitchen » Item: E. Ventilation
Description:
Rating: Satisfactory

Section: XI. Kitchen » Item: F. Microwave Built In
Description: Controls, Door, Handle and Interior
Rating: Satisfactory
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SECTION: XI. KITCHEN Inspection Address : 4421 Claremount Ave

inspection item

Section: XI. Kitchen » Item: G. Oven
Description:
Rating: Attention Required
Issue: Oven did not operate when tested at the time of the inspection.

The burners operated, but the oven would not.

Issue: Anti-tip bracket is missing from range installation (see label inside oven door) All free-
standing, slide-in ranges should include an anti-tip device and is essential in the safe
operation of the range. It provides protection when excess force or weight is applied to an
open oven door.
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SECTION: XI. KITCHEN Inspection Address : 4421 Claremount Ave

inspection item

Section: XI. Kitchen » Item: H. Refrigerator
Description: Doors and Interior
Rating: Attention Required
Comment: As a point of information:

No water source is hooked up to the fridge. Recommend changing the valve upon move in to a
quarter turn valve.

Section: XI. Kitchen » Item: I. Dishwasher
Description: Not Present
Rating: Not Present

Section: XI. Kitchen » Item: J. Electrical
Description:
Rating: Attention Required
Issue:

Three receptacles are not GFCI's.
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SECTION: XI. KITCHEN Inspection Address : 4421 Claremount Ave

inspection item

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View Kitchen Notes
Comments & Issues Defined

SECTION: XII. ROOMS Inspection Address : 4421 Claremount Ave

inspection item

General photo, for your reference:

General photo, for your reference:

HVAC Source: Forced Air Register(s)
Ventilation Type: Windows - Dual Pane and Single Pane
Wall and Ceiling Finish: Drywall and Paint
Cosmetic - General Overall Observation : Above average wear and tear throughout the
rooms.
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SECTION: XII. ROOMS Inspection Address : 4421 Claremount Ave

inspection item

Section: XII. Rooms » Item: A. Finishes
Description:
Rating: Satisfactory
Comment:

SW bedroom - paint around ceiling fan incomplete.

Section: XII. Rooms » Item: B. Doors
Description:
Rating: Attention Required
Comment:

Master and center west side bedroom.

Section: XII. Rooms » Item: C. Stairway
Description:
Rating: Not Present
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SECTION: XII. ROOMS Inspection Address : 4421 Claremount Ave

inspection item

Section: XII. Rooms » Item: D. Windows
Description:
Rating: Satisfactory

Section: XII. Rooms » Item: E. Safety Detectors
Description: Smoke
Rating: Attention Required
Comment: As a point of information:

The smoke detector in the kitchen area was chirping. And it is not recommended to have a
smoke detector in the kitchen.

Issue: Smoke detectors should be added to added to every room. Except the kitchen, and
bathrooms.
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SECTION: XII. ROOMS Inspection Address : 4421 Claremount Ave

inspection item

Section: XII. Rooms » Item: F. Electrical
Description:
Rating: Attention Required
Comment:

Hallway

Comment:

Just outside the kitchen - to the right.

Issue:

Center west side bedroom - the switch to the right is stuck/not working. This might operate the
top portion of the receptacle which is located on the same wall as the switches.

Page 51 of 72



SECTION: XII. ROOMS Inspection Address : 4421 Claremount Ave

inspection item

Section Notes:
Useful & Important Information, Notes are Part of The Inspection Report
View Room Notes
Comments & Issues Defined

Section: I. Exterior | Structural » Item: A. Foundation

C-1: As a point of information:

Unknown reason why foam was sprayed along the foundation stem wall at the entry and East side
wall. This is not typical, further investigation recommended.

C-2: Common crack(s) present, recommend patch / caulk and seal.

East side wall.

Section: I. Exterior | Structural » Item: D. Wall Coverings

C-3: An adjustment and/or a repair is recommended.

SUMMARY COMMENTS:
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Open cable box, and wall cavity, near the electrical panel. Recommend cover.

Section: I. Exterior | Structural » Item: G. Windows

C-4: Screens not installed at time of inspection.

Family room and one bedroom.

Section: I. Exterior | Structural » Item: H. Electrical

C-5: Receptacle cover(s) missing.

East side by the door. The top portion is missing.

Section: II. Grounds » Item: A. Perimeter

C-6: Common crack(s) present.
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Section: II. Grounds » Item: C. Fence

C-7: Block wall has common step cracking.

East block wall at two sections, recommend re-mortaring.

C-8: Block pillar cap(s) are missing.

One and the east wall and one on the west. Photo 3 shows the west corner cap is loose.

C-9: Block pillar cap(s) are loose.

East wall.
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C-10: Block wall observation(s):

East side wall - holes in block wall,

Section: III. Electrical » Item: A. Main Panel Cover, Box

C-11: Hinge not operating properly, or missing.

The cover falls off very easily.

Section: IV. Garage » Item: B. Floor

C-12: Common cracking noted. Small/minor cracks are common and result as a consequence of the
curing process, common settling, or the presence expansive soils, but are not structurally
threatening.

Section: IV. Garage » Item: C. Interior Finishes

C-13: Drywall repairs observed.
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Around the water heater, and baseboards missing.

Section: IV. Garage » Item: D. Vehicle Door(s)

C-14: Weather stripping is damaged and/or ripped.

And missing.

C-15: As a point of information:

Older opener, and the light cover is missing.

Section: IV. Garage » Item: G. Electrical

C-16: An adjustment and/or a repair is recommended.

Page 56 of 72



Two ceiling outlets are loose.

Section: V. Plumbing » Item: A. Drainage

C-17: An adjustment and/or a repair is recommended.

Front - these two dirt-filled cylinders might be plumbing clean-outs filled in with dirt. The inspector did
not see the clean-outs located anywhere else. Further investigation is recommended. The inspector
did stick his screwdriver all the way down into the dirt. What is a drain cleanout? A drain cleanout
provides access to your main sewer line and is located outside of your home in the front or back yard.
Cleanouts typically go unnoticed until there is a problem. They look like capped pipes sticking a few
inches above the ground. Purpose of a cleanout - When you have a backed-up drain in your home, a
plumber can run a special camera through the cleanouts and into your main sewer drain to locate the
problem. This is sometimes necessary if they have trouble clearing the blockage or if you experience
frequent problems. After the plumber knows the clog type and location, the plumber can choose the
right size of cutting blade to remove the blockage. He will run the camera through the drain line again
after the work is done to make sure the clog is completely gone.

Section: VI. Heat Pump » Item: A. Equipment

C-18: Evaluation of the unit by a licensed HVAC technician is recommended due to the units age.
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The unit was working fine on the day of the inspection. The unit is 24 year's old.

Section: VI. Heat Pump » Item: C. Operation

C-19: Thermostat controls connection to the wall is loose.

Section: VI. Heat Pump » Item: D. Distribution

C-20: Filter(s) are dirty and should be replaced.

C-21: An adjustment and/or a correction/repair is recommended.
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The register cover in the kitchen is not fully affixed to the ceiling.

Section: VII. Roof » Item: C. Roof Drainage

C-22: Debris is building up, cleaning is recommended.

Front

Section: VII. Roof » Item: D. Ventilation

C-23: Mastic around vent(s) is deteriorating/cracking.

Section: VIII. Attic » Item: E. Interior

C-24: Minor nail pops in the roof decking: Nails protruding slightly through the attic roof decking,
which can be hammered back in place.
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Under R-19, Today's standard is a minimum of R-30.

C-25: As a point of information:

Some items are in the garage attic.

C-26: Access hatch does not have insulation adhered to it.

Bedroom closet - and it is damaged.

Section: IX. Laundry » Item: E. Dryer Ventilation

C-27: Dryer vent may need to be cleaned. Recommend further evaluation by an appropriate service
technician.
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And it is very crimped.

Section: IX. Laundry » Item: F. Washer Supply

C-28: An adjustment and/or a repair is recommended.

The valve box for the washing machine is corroded.

Section: IX. Laundry » Item: H. Electrical

C-29: Further investigation warranted.

The inspector was unable to verify the 240-volt receptacle (for the dryer) had power. Some older 240
receptacles are too deep for the tester to register it is powered.

Section: X. Bathrooms » Item: A. Interior Finishes

C-30:
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Re-grouting is recommended at the perimeters in both bathrooms, especially in the hall bathroom.

Section: X. Bathrooms » Item: B. Doors

C-31: Rubbing or sticking door.

Master bath.

Section: X. Bathrooms » Item: C. Ventilation

C-32: An adjustment and/or a repair is recommended.

Hall bath - Missing AC register cover.

Section: X. Bathrooms » Item: D. Cabinets, Vanity

C-33: An adjustment and/or a repair is recommended.
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Master cabinet bottom hinge.

Section: X. Bathrooms » Item: E. Bathroom Fixtures

C-34: Toilet rocks slightly when tested.

Master

C-35: Tank connection to the bowl is a bit loose.

Both toilet tanks.

C-36:
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Hall tub - there appears to be paint overspray on the tub.

Section: X. Bathrooms » Item: F. Plumbing

C-37:

Hall tub.

Section: XI. Kitchen » Item: C. Cabinets

C-38: A correction/repair or replacement is needed.

The faux drawer handle to the right of the sink is loose. Lazy Susan is difficult to fully turn to the left
side direction.

Section: XI. Kitchen » Item: D. Sink Area

C-39: As a point of information:

There is debris inside the cutting chamber.
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Section: XI. Kitchen » Item: H. Refrigerator

C-40: As a point of information:

No water source is hooked up to the fridge. Recommend changing the valve upon move in to a quarter
turn valve.

Section: XII. Rooms » Item: A. Finishes

C-41:

SW bedroom - paint around ceiling fan incomplete.

Section: XII. Rooms » Item: B. Doors

C-42:
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Master and center west side bedroom.

Section: XII. Rooms » Item: E. Safety Detectors

C-43: As a point of information:

The smoke detector in the kitchen area was chirping. And it is not recommended to have a smoke
detector in the kitchen.

Section: XII. Rooms » Item: F. Electrical

C-44:

Hallway

C-45:
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Just outside the kitchen - to the right.

SUMMARY ISSUES:

Section: IV. Garage » Item: A. Access / Door(s)

I-1: Door entering living space did not self-close/latch. An adjustment or replacement of the self-
closing hinges is needed.

The door has no self-closing hinges.

I-2: Fire separation breached due to improper material used at attic access hatch.

Wood material used versus drywall.

Section: IV. Garage » Item: B. Floor

I-3: Subterranean termite shelter tube(s) and/or stain(s) observed.
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Section: IV. Garage » Item: D. Vehicle Door(s)

I-4: A licensed and insured professional is recommended for further evaluation, and repairs and/or
replacement as needed.

The spring bar is bent, and it looks like half of the spring is missing. You cannot open the door manually
if needed.

Section: V. Plumbing » Item: C. Main Shut Off

I-5: Shut off valve (gate valve) did not shut off the water supply to the home.

Or to the front hose bib.

Section: V. Plumbing » Item: D. Water Lines

I-6: Water pressure was noted above 80 psi at the time of the inspection. Home appliances and
plumbing fixtures are made to operate normally at a rate of 40-80 psi. Recommend installation of a
water pressure regulator upon move in.
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About 93 PSI

Section: V. Plumbing » Item: H. Water Heater Valves

I-7: Temperature Pressure Relief valve extension is not installed.

Section: VII. Roof » Item: A. Roof Covering Material

I-8: Life expectancy of the roof appears to be near, or at its end.

Recommend evaluation by an AZ-licensed roofing contractor.
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Section: X. Bathrooms » Item: C. Ventilation

I-9: Exhaust fan inoperable.

Hall bathroom.

Section: X. Bathrooms » Item: F. Plumbing

I-10: A correction/repair or replacement is needed.

Master - the mixing valve is hot/cold reversed. The faucet turn is very limited. And in the cold position
- the water gets warm but never cool, the other faucets will produce cool water.

I-11:

Hall bathroom sink.

Section: XI. Kitchen » Item: G. Oven

I-12: Oven did not operate when tested at the time of the inspection.
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The burners operated, but the oven would not.

I-13: Anti-tip bracket is missing from range installation (see label inside oven door) All free-
standing, slide-in ranges should include an anti-tip device and is essential in the safe operation of
the range. It provides protection when excess force or weight is applied to an open oven door.

Section: XI. Kitchen » Item: J. Electrical

I-14:

Three receptacles are not GFCI's.

Section: XII. Rooms » Item: E. Safety Detectors

I-15: Smoke detectors should be added to added to every room. Except the kitchen, and bathrooms.
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Section: XII. Rooms » Item: F. Electrical

I-16:

Center west side bedroom - the switch to the right is stuck/not working. This might operate the top
portion of the receptacle which is located on the same wall as the switches.

Address: 4421 Claremount Ave Phoenix, AZ
85037

Inspection Number: C-1992

Copyright © 2026 Pro-Sight Property Inspections® Software v1.06.2169
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	Section: I. Exterior | Structural Inspection Address : 4421 Claremount Ave inspection item General photo, for your reference:  General photo, for your reference:  Type of Wall Structure Materials: Wood FramedInspection Review: No One Attended the Review Section: I. Exterior | Structural » Item: A. Foundation Description: Concrete Slab on Grade Rating: Attention Required Comment: As a point of information: Unknown reason why foam was sprayed along the foundation stem wall at the entry and East side wall. This is not typical, further investigation recommended.   Comment: Common crack(s) present, recommend patch / caulk and seal. East side wall.   Section: I. Exterior | Structural » Item: B. Floor Description: Overall Rating: Satisfactory Section: I. Exterior | Structural » Item: C. Roof Overhang Description: Eaves, Soffits and Fascia Rating: Satisfactory Section: I. Exterior | Structural » Item: D. Wall Coverings Description: Stucco Rating: Attention Required Comment: An adjustment and/or a repair is recommended. Open cable box, and wall cavity, near the electrical panel. Recommend cover.   Section: I. Exterior | Structural » Item: E. Doors Description: Rating: Not Present Section: I. Exterior | Structural » Item: F. Sliding Doors Description: Frame, Pane, Track and Latches Rating: Not Present Section: I. Exterior | Structural » Item: G. Windows Description: Exterior Frames and Screens Rating: Attention Required Comment: Screens not installed at time of inspection. Family room and one bedroom.   Section: I. Exterior | Structural » Item: H. Electrical Description: Lighting, Receptacles and Door Bell Rating: Attention Required Comment: Receptacle cover(s) missing. East side by the door. The top portion is missing.   Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View Exterior Notes Comments & Issues Defined
	Section: II. Grounds Inspection Address : 4421 Claremount Ave inspection item Section: II. Grounds » Item: A. Perimeter Description: Rating: Satisfactory Comment: Common crack(s) present. Section: II. Grounds » Item: B. Patio(s) Description: Rating: Satisfactory Section: II. Grounds » Item: C. Fence Description: Rating: Attention Required Comment: Block wall has common step cracking. East block wall at two sections, recommend re-mortaring.   Comment: Block pillar cap(s) are missing. One and the east wall and one on the west. Photo 3 shows the west corner cap is loose.   Comment: Block pillar cap(s) are loose. East wall.  Comment: Block wall observation(s): East side wall - holes in block wall,  Section: II. Grounds » Item: D. Vegetation Description: Rating: Satisfactory Section: II. Grounds » Item: E. Built-in Grill Description: Grill, Fuel Supply and Igniter Rating: Satisfactory Section: II. Grounds » Item: F. Fountains Description: Body, Pump and Electric Rating: Satisfactory Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View Grounds Notes Comments & Issues Defined
	Section: III. Electrical Inspection Address : 4421 Claremount Ave inspection item General photo, for your reference:  Area/Location of Main Panel: Exterior - EastWiring, Branch Wiring 120 V: CopperWiring Methods: Non Metallic CableWiring, Appliance, AC/Heating 240 V: Aluminum Stranded Section: III. Electrical » Item: A. Main Panel Cover, Box Description: Underground Supply 240 Volts Rating: Attention Required Comment: Hinge not operating properly, or missing. The cover falls off very easily.  Section: III. Electrical » Item: B. Breakers, Main Supply Description: Copper Stranded Main Supply Rating: Satisfactory Section: III. Electrical » Item: C. Wiring Description: Rating: Satisfactory Section: III. Electrical » Item: D. Sub Panel Description: Cover, Panel, Wiring Rating: Not Present Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View Electrical Notes Comments & Issues Defined
	Section: IV. Garage Inspection Address : 4421 Claremount Ave inspection item General photo, for your reference:  Wall and Ceiling Finish: Drywall Painted Section: IV. Garage » Item: A. Access / Door(s) Description: Rating: Attention Required Issue: Door entering living space did not self-close/latch. An adjustment or replacement of the self-closing hinges is needed. The door has no self-closing hinges.  Issue: Fire separation breached due to improper material used at attic access hatch. Wood material used versus drywall.   Section: IV. Garage » Item: B. Floor Description: Concrete Rating: Attention Required Comment: Common cracking noted. Small/minor cracks are common and result as a consequence of the curing process, common settling, or the presence expansive soils, but are not structurally threatening. Issue: Subterranean termite shelter tube(s) and/or stain(s) observed. Section: IV. Garage » Item: C. Interior Finishes Description: Rating: Not Rated Comment: Drywall repairs observed. Around the water heater, and baseboards missing.   Section: IV. Garage » Item: D. Vehicle Door(s) Description: Metal Panels, Hardware and Auto Opener(s) Rating: Attention Required Comment: Weather stripping is damaged and/or ripped. And missing.  Comment: As a point of information: Older opener, and the light cover is missing.  Issue: A licensed and insured professional is recommended for further evaluation, and repairs and/or replacement as needed. The spring bar is bent, and it looks like half of the spring is missing. You cannot open the door manually if needed.   Section: IV. Garage » Item: E. Windows Description: Rating: Not Present Section: IV. Garage » Item: F. Utility Sink Description: Rating: Not Present Section: IV. Garage » Item: G. Electrical Description: Lighting, Receptacles and Fans Rating: Attention Required Comment: An adjustment and/or a repair is recommended. Two ceiling outlets are loose.   Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View Garage Notes Comments & Issues Defined
	Section: V. Plumbing Inspection Address : 4421 Claremount Ave inspection item The manufacturer's label was cut out.  General photo, for your reference:  Water Supply Type: Appears to be public.Area/Location of Main Shut Off Valve : By Front Hose BibWater Heater Approx Age - Average Lifespan 7 to 13 Yrs: 4 YearsWater Heater Fuel Type: ElectricWater Heater : RuddWater Supply Material: Underground Supply, Unable to VerifyWater Lines Material: Copper - Readily visible supply linesDrain, Waste, Vent Pipes Material: ABS at Visually Exposed Areas Section: V. Plumbing » Item: A. Drainage Description: Overall Rating: Attention Required Comment: An adjustment and/or a repair is recommended. Front - these two dirt-filled cylinders might be plumbing clean-outs filled in with dirt. The inspector did not see the clean-outs located anywhere else. Further investigation is recommended. The inspector did stick his screwdriver all the way down into the dirt. What is a drain cleanout? A drain cleanout provides access to your main sewer line and is located outside of your home in the front or back yard. Cleanouts typically go unnoticed until there is a problem. They look like capped pipes sticking a few inches above the ground. Purpose of a cleanout - When you have a backed-up drain in your home, a plumber can run a special camera through the cleanouts and into your main sewer drain to locate the problem. This is sometimes necessary if they have trouble clearing the blockage or if you experience frequent problems. After the plumber knows the clog type and location, the plumber can choose the right size of cutting blade to remove the blockage. He will run the camera through the drain line again after the work is done to make sure the clog is completely gone.  Section: V. Plumbing » Item: B. Grounds Description: Hose Bibs Rating: Satisfactory Section: V. Plumbing » Item: C. Main Shut Off Description: Rating: Attention Required Issue: Shut off valve (gate valve) did not shut off the water supply to the home. Or to the front hose bib.  Section: V. Plumbing » Item: D. Water Lines Description: Main, Service and Pressure Rating: Attention Required Issue: Water pressure was noted above 80 psi at the time of the inspection. Home appliances and plumbing fixtures are made to operate normally at a rate of 40-80 psi. Recommend installation of a water pressure regulator upon move in. About 93 PSI  Section: V. Plumbing » Item: E. Fuel Pipes Description: CSST and Black Galvanized Rating: Satisfactory Section: V. Plumbing » Item: F. Water Heater Fuel Description: Rating: Satisfactory Section: V. Plumbing » Item: G. Water Heater Pipes Description: Hot-Outlet and Cold-Inlet Rating: Satisfactory Section: V. Plumbing » Item: H. Water Heater Valves Description: Shut Off, Supply and TPR Rating: Attention Required Issue: Temperature Pressure Relief valve extension is not installed. Section: V. Plumbing » Item: I. Water Heater Tank Description: Overall Rating: Satisfactory Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View Plumbing Notes Comments & Issues Defined
	Section: VI. Heat Pump Inspection Address : 4421 Claremount Ave inspection item General photo, for your reference:  General photo, for your reference:  Temperature Split - Aproximate: 20 Degrees Fuel Source: ElectricDuctwork: FlexApproximate Age: 24 YearsCapacity of Unit: 3 TonsBrand: TraneLife Expectancy: 10 to 20 Years Section: VI. Heat Pump » Item: A. Equipment Description: Fans, Compressor, Condenser, Fins, Lines Rating: Attention Required Comment: Evaluation of the unit by a licensed HVAC technician is recommended due to the units age. The unit was working fine on the day of the inspection. The unit is 24 year's old.   Section: VI. Heat Pump » Item: B. Condensate Description: Pan, Line and Vent Rating: Satisfactory Section: VI. Heat Pump » Item: C. Operation Description: Normal Operating Controls Rating: Attention Required Comment: Thermostat controls connection to the wall is loose. Section: VI. Heat Pump » Item: D. Distribution Description: Ductwork and Filters Rating: Attention Required Comment: Filter(s) are dirty and should be replaced. Comment: An adjustment and/or a correction/repair is recommended. The register cover in the kitchen is not fully affixed to the ceiling.   Section: VI. Heat Pump » Item: E. Fireplace Description: Box, Lining, Hearth, Damper Rating: Not Present Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View HVAC Notes Comments & Issues Defined
	Section: VII. Roof Inspection Address : 4421 Claremount Ave inspection item General photo, for your reference:  Roof Ventilation: Gable / Roof VentsVent Pipe Material: ABS / GalvanizedVisible Inspected Area: 100%Covering, Aproximate Life Expectancy: Asphalt Composition Shingles | Better Grade, up to 20 YearsType: GableApproximate Age: 20 Plus YearsMethod of Inspection : Walked on Roof Section: VII. Roof » Item: A. Roof Covering Material Description: Asphalt Composition Shingle Rating: Attention Required Issue: Life expectancy of the roof appears to be near, or at its end. Recommend evaluation by an AZ-licensed roofing contractor.   Section: VII. Roof » Item: B. Roof Flashing Description: Overall Rating: Satisfactory Section: VII. Roof » Item: C. Roof Drainage Description: Overall Rating: Attention Required Comment: Debris is building up, cleaning is recommended. Front  Section: VII. Roof » Item: D. Ventilation Description: Overall Rating: Attention Required Comment: Mastic around vent(s) is deteriorating/cracking. Section: VII. Roof » Item: E. Skylights Description: Not Present Rating: Not Present Section: VII. Roof » Item: F. Chimney Description: Chase, Cover, Flue and Flashing Rating: Not Present Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View Roof Notes Comments & Issues Defined
	Section: VIII. Attic Inspection Address : 4421 Claremount Ave inspection item General photo, for your reference: Garage  General photo, for your reference: Main  General photo, for your reference: Main  Sheathing Type: Strandboard-OSBWall Finish: Exposed FramingAccess Location Two: Bedroom ClosetAccess, Method of Inspection: Entered Partially Access Location : Garage Section: VIII. Attic » Item: A. Framing Description: Trusses, and/or Rafters Rating: Satisfactory Section: VIII. Attic » Item: B. Moisture Description: Rating: Satisfactory Section: VIII. Attic » Item: C. Roof Penetrations Description: Vents Rating: Satisfactory Section: VIII. Attic » Item: D. Ventilation Description: Overall Rating: Satisfactory Section: VIII. Attic » Item: E. Interior Description: Rating: Attention Required Comment: Minor nail pops in the roof decking: Nails protruding slightly through the attic roof decking, which can be hammered back in place. Under R-19, Today's standard is a minimum of R-30.  Comment: As a point of information: Some items are in the garage attic.  Comment: Access hatch does not have insulation adhered to it. Bedroom closet - and it is damaged.   Section: VIII. Attic » Item: F. Electrical Description: Visible Wiring Rating: Satisfactory Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View Attic Notes Comments & Issues Defined
	Section: IX. Laundry Inspection Address : 4421 Claremount Ave inspection item General photo, for your reference:  Area / Location: Garage Section: IX. Laundry » Item: A. Interior Finishes Description: Drywall and Paint Rating: Not Rated Section: IX. Laundry » Item: B. Doors Description: Rating: Not Rated Section: IX. Laundry » Item: C. Ventilation Description: Rating: Not Rated Section: IX. Laundry » Item: D. Gas Line Description: Not Present Rating: Not Present Section: IX. Laundry » Item: E. Dryer Ventilation Description: Vent, Connection and Cover Rating: Attention Required Comment: Dryer vent may need to be cleaned. Recommend further evaluation by an appropriate service technician. And it is very crimped.   Section: IX. Laundry » Item: F. Washer Supply Description: Valves Rating: Attention Required Comment: An adjustment and/or a repair is recommended. The valve box for the washing machine is corroded.   Section: IX. Laundry » Item: G. Laundry Sink Description: Rating: Not Present Section: IX. Laundry » Item: H. Electrical Description: Lighting, Receptacles Rating: Attention Required Comment: Further investigation warranted. The inspector was unable to verify the 240-volt receptacle (for the dryer) had power. Some older 240 receptacles are too deep for the tester to register it is powered.   Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View Laundry Notes Comments & Issues Defined
	Section: X. Bathrooms Inspection Address : 4421 Claremount Ave inspection item General photo, for your reference: Master  General photo, for your reference: Hall  Bathroom Wall and Ceiling Finish: Drywall and PaintBathroom Plumbing - Pipes: Copper at Visual Stub OutsBathroom HVAC Source: Forced Air Register(s) Section: X. Bathrooms » Item: A. Interior Finishes Description: Rating: Attention Required Comment: Re-grouting is recommended at the perimeters in both bathrooms, especially in the hall bathroom.  Section: X. Bathrooms » Item: B. Doors Description: Rating: Attention Required Comment: Rubbing or sticking door. Master bath.  Section: X. Bathrooms » Item: C. Ventilation Description: Rating: Attention Required Comment: An adjustment and/or a repair is recommended. Hall bath - Missing AC register cover.   Issue: Exhaust fan inoperable. Hall bathroom.  Section: X. Bathrooms » Item: D. Cabinets, Vanity Description: Facing, Doors, Drawers and Counters Rating: Attention Required Comment: An adjustment and/or a repair is recommended. Master cabinet bottom hinge.  Section: X. Bathrooms » Item: E. Bathroom Fixtures Description: Bathtub, Shower and Toilet Rating: Attention Required Comment: Toilet rocks slightly when tested. Master  Comment: Tank connection to the bowl is a bit loose. Both toilet tanks.   Comment: Hall tub - there appears to be paint overspray on the tub.   Section: X. Bathrooms » Item: F. Plumbing Description: Rating: Attention Required Comment: Hall tub.  Issue: A correction/repair or replacement is needed. Master - the mixing valve is hot/cold reversed. The faucet turn is very limited. And in the cold position - the water gets warm but never cool, the other faucets will produce cool water.   Issue: Hall bathroom sink.  Section: X. Bathrooms » Item: G. Electrical Description: Lighting and Receptacles Rating: Satisfactory Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View Bathroom Notes Comments & Issues Defined
	Section: XI. Kitchen Inspection Address : 4421 Claremount Ave inspection item General photo, for your reference:  HVAC Source: Forced Air Register(s)Sink Material: Stainless SteelMicrowave Testing: Damp Paper Towel / Napkin Section: XI. Kitchen » Item: A. Interior Finishes Description: Rating: Satisfactory Section: XI. Kitchen » Item: B. Doors Description: Rating: Satisfactory Section: XI. Kitchen » Item: C. Cabinets Description: Rating: Satisfactory Comment: A correction/repair or replacement is needed. The faux drawer handle to the right of the sink is loose. Lazy Susan is difficult to fully turn to the left side direction.   Section: XI. Kitchen » Item: D. Sink Area Description: Basin, Faucet, Drain and Disposal Rating: Attention Required Comment: As a point of information: There is debris inside the cutting chamber.   Section: XI. Kitchen » Item: E. Ventilation Description: Rating: Satisfactory Section: XI. Kitchen » Item: F. Microwave Built In Description: Controls, Door, Handle and Interior Rating: Satisfactory Section: XI. Kitchen » Item: G. Oven Description: Rating: Attention Required Issue: Oven did not operate when tested at the time of the inspection. The burners operated, but the oven would not.   Issue: Anti-tip bracket is missing from range installation (see label inside oven door) All free- standing, slide-in ranges should include an anti-tip device and is essential in the safe operation of the range. It provides protection when excess force or weight is applied to an open oven door. Section: XI. Kitchen » Item: H. Refrigerator Description: Doors and Interior Rating: Attention Required Comment: As a point of information: No water source is hooked up to the fridge. Recommend changing the valve upon move in to a quarter turn valve.   Section: XI. Kitchen » Item: I. Dishwasher Description: Not Present Rating: Not Present Section: XI. Kitchen » Item: J. Electrical Description: Rating: Attention Required Issue: Three receptacles are not GFCI's.   Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View Kitchen Notes Comments & Issues Defined
	Section: XII. Rooms Inspection Address : 4421 Claremount Ave inspection item General photo, for your reference:  General photo, for your reference:  HVAC Source: Forced Air Register(s)Ventilation Type: Windows - Dual Pane and Single PaneWall and Ceiling Finish: Drywall and PaintCosmetic - General Overall Observation : Above average wear and tear throughout the rooms. Section: XII. Rooms » Item: A. Finishes Description: Rating: Satisfactory Comment: SW bedroom - paint around ceiling fan incomplete.   Section: XII. Rooms » Item: B. Doors Description: Rating: Attention Required Comment: Master and center west side bedroom.   Section: XII. Rooms » Item: C. Stairway Description: Rating: Not Present Section: XII. Rooms » Item: D. Windows Description: Rating: Satisfactory Section: XII. Rooms » Item: E. Safety Detectors Description: Smoke Rating: Attention Required Comment: As a point of information: The smoke detector in the kitchen area was chirping. And it is not recommended to have a smoke detector in the kitchen.   Issue: Smoke detectors should be added to added to every room. Except the kitchen, and bathrooms. Section: XII. Rooms » Item: F. Electrical Description: Rating: Attention Required Comment: Hallway  Comment: Just outside the kitchen - to the right.   Issue: Center west side bedroom - the switch to the right is stuck/not working. This might operate the top portion of the receptacle which is located on the same wall as the switches.   Section Notes:Useful & Important Information, Notes are Part of The Inspection Report View Room Notes Comments & Issues Defined
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